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ECS Configuration Change Request Page 1 of Page(s)
1. Originator 2. Log Date: 3. CCR#: 4.Rev: | 5. Tel: 6. Rm#: | 7. Dept.
Tim Wells 7,_ ;2.(_) «Y) ao.o 7;{ q _— 883-4021 1075 ILS/M&O
8. CCR Title: Updated NSIDC Cable Management Plan and NSIDC Floor Plan
9. Originator Signature/Date 10. Class 11. Type: 12. Need Date: 07/25/00
- CCR
13, Office Manager Signatuge/Date 14. Category of Change: 15. Priority: (If “Emergency”
7 Update ECS Baseline Doc. fill in Block 28).
A 1j/e0 Routine
16. Documentation/Drawings Impicted: ! 17. Schedule 18. Cl(s) AHected:none
920-TON-005 Impact:
920-TDN-004 none
19. Release Affected by this Change: 20. Date due to Customer: | 21. Estimated Cost:
SA 07/25/00 None - Under 100K

22, Source Reference:  [INCR (attach) [ JAction tem [ Tech Ref. [ IGSFC [XlOther:
920-TDN-Q05 Rev 3, 220-TDN-004

23. Problem: (use additional Sheets if necessary)
NSIDC cable management plan has changed in order to ready the DAAC for connectivity to the gigabyte ethernet switch. The floor
plan changed due to the addition of nOicg01.

24. Proposed Solution: {use additichal sheets if necessary)
Update the baseline documents to reflect the cable and fleor plan changes changes.

25. Alternate Solution: (use additional sheets if necessary)
none

26. Consequences if Change(s} are not approved: (use additional sheets if necessary}
Outdated cable management and floor plans for NSIDC

27. Justification for Emergency {if Block 15 is “Emergency”):
N/A

28. Site(s) Affected: [JEDF [JPvCc [vaTCc [JEDC [ GSFC [JLaRCc NSIDC [OsMC [JAK [[lPL
Jeoc []IDG TestCell [JOther

29, Board Comments: 30. Work Assigned To: | 31. CCR Closed Date:

32. EDF/SCDV CCB Chair (Sign/Date): Disposition: Approved App/Com. Disapproved Withdraw Fwd/ESDIS ERB
Fwd/ECS

33. M&O CCB Lhair (Si ater): DispositiopplCom. Disapproved Withdraw Fwd/ESDIS ERB
P4 jz < Tk b Fwd/ECS

34. ECSCCB géir (Sign/Date): j Disposition: Approved App/Com. Disapproved Withdraw Fwd/ESDIS ERB
Fwd/ESDIS
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